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September 1, 2014
Mr. Patrick Sullivan 

Livingstone Management

225 West 35th Street

New York, NY. 10001

The following are the current conditions at 534 west 42nd Street:

1. we restored power to the roof fans, the circuit breaker was turned off,

2. there are an additional 3 fans on the roof of the staircases that are off. Two of this are for the staircase pressurization and are controlled by the fire alarm system. If you think they need to be turned on to test them contact your Fire Alarm company. They can be turned on only by the fire alarm system.

The third fan is part of the boiler room ventilation system and is controlled by the boiler control panel.
3. the bulb in one of the vertical fixtures on the front outside lights was burned out as were the bulbs in the 2 “ banner lights”. We bought and installed new bulbs,

4. the clock controlling this lights had to be reset to work properly which we did.

5. a total of only 6 staircase fixtures need ballasts. The other ones that were off needed bulbs only which we installed from your stock.
6. the fixtures on the roof deck are outdoor fixtures except they were meant to be installed on a recessed outlet box not surface as you have. Whoever did it did a nice job with the frame around them that he built they can stay that way. I recommend though to reseal with silicone around the wooden box and the wall and around the fixture and the box.

     Decorative outdoor fixtures that mount on surface boxes are not available.

7. you did not get me in to any of the apartments to be able to quote the wiring for the balcony outlets.

Alex Benedek
